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Blanking Outlet Valves on Head Tanks In H-Canyon

Savannah River Site

Aiken/Aiken/South Carolina

Blanks will be installed downstream on the outlet valves of third level head tanks (12A, 12B, 13B, and 13C) to prevent solvent from leaking
through to the process area.

B1.3 - Routine maintenance
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